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All perspective bidders        June 19, 2019 

Subj: Addendum #1CSD1913 Ardell Fire Suppression 

 

 

 

 

 

The architect has sent out an addendum regarding page E1. It was discovered that there is a conduit 

feeding emergency lighting running along the wall in the area where the riser room is to be constructed.  

 

The addendum noted as “AD1-E1” shows an updated electrical plan and added notes in this area. It 

reflects rerouting of the conduit around this room. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
Respectfully, 

Tom Gaines 
Tom Gaines 

Director, Grant County WA 

Central Services Department     
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Addendum #1

RE: Sheet E1.1
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